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WATER

TREATMENT

117

BREAK ROOM

114

TECH LIBRARY

113

OPEN OFFICE

106

GOV USER

107

QA/CM MANAGER

108

LRDR MANAGER

109

CO OFFICE

110

XO OFFICE

111

CO OFFICE

112

LOBBY

103

LOCKERS 1

104

JAN STOR

145

HEMP VESTIBULE

102

WEATHER

VESTIBULE

100

LOCKERS 2

105

WOMEN'S ROOM

143

MEN'S ROOM

141

ELEC ROOM 2

140

MEN'S SHOWER

142

MECH ROOM 3

139

CRAC-90041002A

CRAC-90041002B

CRAC-90041003B

VAV-90041004

VAV-90041011

VAV-90041010

VAV-90041009

VAV-90041008

VAV-90041007

VAV-90041006

VAV-90041005

VAV-90041012

COPY/ RECYCLE

116

CVTC CONF

148

COMM CMC

150

PIPE ENTRY 1B

120UH-90041011
UH-90041012

3/4"ø HTS

FCU-90041002

FCU-90041005
FCU-90041009

VAV-90041013

3/4"ø HTR

1"ø GHS
1"ø GHR

3"ø GHS
3"ø GHR

4"ø GCS
4"ø GCR

3"ø GHS
3"ø GHR

4"ø GCS
4"ø GCR

1 1/2"ø GCR
1 1/2"ø GCS

2"ø GCR

2"ø GCS

1 1/2"ø GCS

1 1/2"ø GCR

3/4"ø GHS
3/4"ø GHR

1 1/2"ø GCS
1 1/2"ø GCR

4"ø GCR
4"ø GCS

3"ø GHR
3"ø GHS

2"ø GHS
2"ø GHR

2"ø GHS
2"ø GHR

1

1

1

2"ø GCS

2"ø GCR

TO HC-90041001

M900401

M900408

M900407

1M900404

FTRH-90041013 FTRH-90041012 FTRH-90041011

FTRH-90041010

FTRH-90041009 FTRH-90041008

FTRH-90041007

FTRH-90041014

1 1/4"ø GHR
1 1/4"ø GHS

1 1/4"ø FOR

1 1/4"ø FOS
FUEL TRANSFER
PUMPS, SEE SHEET
M-100102A

FTRH-90041015

1" GHS/GHR DN
IN WALL CAVITY
TO FTRH (TYP)

3/4" GHS/GHR AT
+ 2' AFF (TYP)

SECURITY

VESTIBULE

101

CUH-90041006

(BELOW FLOOR)
(BELOW FLOOR)

(BELOW FLOOR)

(BELOW FLOOR)(BELOW FLOOR)

(BELOW FLOOR)

1 1/2"ø

C
P

1
-B

C
P

1
-A

2"ø

1"ø

6
MP900503B

(TYP)

5
MP900503B

(TYP)

2

2"ø WWC

1M900402

1M900403

1M900405

1M900406

3

EXPOSED PIPING SHALL
HAVE INSULATION AND
CLADDING (TYP)

1"ø GHS
1"ø GHR

1"ø GHR
1"ø GHS

1 1/4"ø GHS
1 1/4"ø GHR

1"ø GHS
1"ø GHR

1"ø GHS
1"ø GHR

3/4"ø GHS
3/4"ø GHR

1"ø GHS
1"ø GHR

1"ø GHR
1"ø GHS

FTRH-90041016

MDCR

151

EOC

149

1M900409

1M900410

4

2,4,5
MP900501B

(TYP)

GENERAL NOTES:

FOR MECHANICAL PIPING NOTES,
LEGENDS, AND ABBREVIATIONS, SEE
SHEETS M-900001B THRU M-900007B.

FOR PIPE VALVES & SIZES REFER TO
SHEETS MP900601B THRU MP900608B.

MOUNT FTRH 6" ABOVE FLOOR PER
MANUFACTURER'S
RECOMMENDATIONS AND DETAIL 6
ON SHEET MH900504B.

REFER TO SHEET A-900008B FOR
HEMP SHIELD.

KEYNOTES:

A.

B.

C.

D.

FOR HEMP PENETRATION DETAIL SEE
DETAIL 4 ON SHEET MP900503B. REFER
TO Z-SERIES DRAWINGS FOR
SCHEDULE.

CONNECT TO:
1" ICW OF MCF
1" ICW OF LPP
1-1/2" ICW OF LES

REFER TO P-SERIES, SHEET P-900606B,
FOR CONTINUATION.

3/4" HTS/HTR DOWN W/ SHUT OFF
VALVE AND CONNECT TO HEAT TRACE
TUBING OF WELL WATER PIPE, SEE
SHEET MP900606B.

1-1/4" CW AND RECIRCULATION LINE
FOR CONTINUATION, REFER TO P-
900402B.

1

2

HEMP TAGS:

1" DIA GHR

1" DIA GHS

3/4" DIA GHS

3/4" DIA GHR

3/4" DIA HTS

3/4" DIA HTR

1" DIA GHS

1" DIA GHR

1" DIA GHR

1" DIA GHS

M900401

M900402

M900403

M900404

M900405

M900406

M900407

M900408

3

M900409

M900410

4

A B

C D

E

LES

D
E

P

A
R

T
M

E
N

T
O

F
D

E
F

E

N
S

E

MISSIL

E
D

E
F

E
N

S
E

A

G
ENCY

D
ra

w
in

g
 #

:

F
ile

 N
a
m

e
:

D
w

g
 S

c
a
le

:

P
lo

t 
S

c
a
le

:

D
a
te

:

D
ra

w
n
:

R
E

S
ID

E
N

T
 E

N
G

IN
E

E
R

P
R

IM
E

 C
O

N
T

R
A

C
T

O
R

S
u

b
m

it
te

d
:

D
e

s
ig

n
e
d

:

R
e
v
ie

w
e

d
:

U
.S

. 
A

R
M

Y
 E

N
G

IN
E

E
R

 D
IS

T
R

IC
T

A
N

C
H

O
R

A
G

E
, 
A

L
A

S
K

A

C
O

R
P

S
 O

F
 E

N
G

IN
E

E
R

S

D
a
te

:

S
T

A
T

E
C

IT
Y

C
O

N
T

R
A

C
T

O
R

C
O

N
T

R
A

C
T

 N
O

.

R
e
c
o
m

m
e
n
d
e

d
:

A
p

p
ro

v
e
d

:

Reference
number:

HGFEDCBA

6

5

4

3

2

1

A
S

 N
O

T
E

D

P
L
O

T
T

E
D

 O
N

US Army Corps of
Engineers ®

Alaska District

M
D

A
6
5
6

C
L
R

0
3
9

FOR OFFICIAL USE ONLY

A
E

C
O

M
 +

 T
E

T
R

A
 T

E
C

H
 J

V

NOT FOR CONSTRUCTION

1
2
/2

7
/2

0
1
6
 1

0
:1

1
:3

8
 A

M
C

:\
U

s
e
rs

\d
e
c
a
s
tr

o
c
\D

o
c
u
m

e
n
ts

\C
L
R

_
L
R

D
R

_
M

C
F

_
M

E
C

H
_
2
0
1
5
_
c
h
e
ls

e
a
.d

e
c
a
s
tr

o
.r

v
t

RTA MP900104B

M
E

C
H

A
N

IC
A

L
 P

IP
IN

G
 F

L
O

O
R

 P
L
A

N
 D

L
O

N
G

 R
A

N
G

E
 D

IS
C

R
IM

IN
A

T
IO

N
 R

A
D

A
R

C
L

E
A

R
 A

F
S

, 
A

L
A

S
K

A

P
.W

U
1

:1

C
.D

E
C

A
S

T
R

O

N
.P

A
T

E
L

W
9
1
1
K

B
-1

7
-R

-0
0
1
0

2
0

1
6
.1

1
.1

8

C
O

N
S

T
R

U
C

T
IO

N
 P

A
C

K
A

G
E

 1
 -

 V
O

L
U

M
E

 2
B

T
N

CL
R_

LR
DR

_M
CF

_M
EC

H_
20

15

A
F

-1
4
1

-3
9
1
-0

2

 1/8" = 1'-0"MP900104B

1 LEVEL 1 - MECHANICAL PIPING FLOOR PLAN ZONE D

SEE SHEET MP900102B
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